INTERMOUNTAIN POWER SERVICE CORPORATION
intermountain Generating Station (IGS) UNIT 1 and 2

HP TURBINE UPGRADE PROJECT

Test Procedure for:
Verifying guaranteed HP TURBINE EFFICIENCY TEST
and benchmarking TURBINE CYCLE HEAT RATE
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